Overview of codes

(indiv. assignment)

Switching actuator —» Progr.

Function Button code Details
Create first administrator * 3 * Admin IDygw * Admin PINyew #  [Page 16
Start admin mode *0* Admin PIN #

Function Action in admin mode

Create user for relay 1 * 1 * User IDypw * User PINNgw # Page 17
Create user for relay 2 * 2 * User IDypw * User PINNew # Page 18
Create further administrators *3* Admin IDygw * Admin PINygw #  |Page 19
Change admin/user PIN * 4 * admin/user ID * PINygw # Page 20
Delete admin/user * B * Admin/user ID # Page 21
Switch illumination on/off *61 *on=1/off=0 # Page 23
Acknowledgement tone * 62 * off=0/ quiet=1/ loud=2 # Page 24
(off/quiet/loud)

Change relay switching times  |* 63 # Start=button = Stop=button|Page 25
Reset to factory settings *9* 1230 # (small Uc.__a._sav Page 26
(delete all) *9* 1231 # (large building)

Exit admin mode *0#

Assignments in door communication system

Function Start programming mode Action

Assign switching actuator Control device =» System progr. User PIN + <=0 *

Assign switching actuator
(group assignment)

Control device —» System progr.
Switching actuator —» Progr.

Admin PIN + <=0 *

Assigning door opener
(indiv. assignment)

Control device == System progr.
Control device = Door opener progr.

User PIN + <O *

Assign door opener
(group assignment)

Control device —» System progr.
Control device = Door opener progr.

Admin PIN + <=0 *

Assign button "F"
to a switching actuator

Control device = System progr.
Switching actuator = Progr.

Button "F"

Assign D to a home
station (HS)

Control device = System progr.

D , then

at HS button "Light"

Specifically assign D to
a home station (HS)

Control device —» System progr.

User ID + L\ , then HS
button "Light"

*in "large building" mode, the corresponding ID must also be entered:
User ID * User PIN + <O

Admin ID * Admin PIN + <O




Operation

Button F

Direct actuator control in con-
junction with switching actuators
of the Gira door communication
system.

Bell button

Specific selection of a home sta-
tion (only bell button) or specific
selection of home stations in
larger buildings (user ID + bell
button).

Key button

After entering the correct code (user PIN) and after the

button is pressed, direct door opening or actuator control in

conjunction with switching actuators of the Gira door

communication system occurs.

Button C

Deleting an incorrect entry. The complete button combina-

tion must then be re-entered.
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Short instructions for keypad

For commissioning of the keypad, the following steps must
be implemented in the order shown below:

Install keypad
—» LED flashes green

Create first administrator:
[* 3 * Admin IDy,, * Admin PINy,, #]

Create user for relay 1/2:
[* 172 * UserID,, * UserPIN,, #]|

Carry out configurations on keypad

Use in door communication system:
Assign door opener / switching actuators

— GIRA




<<
  /ASCII85EncodePages false
  /AllowTransparency false
  /AutoPositionEPSFiles true
  /AutoRotatePages /All
  /Binding /Left
  /CalGrayProfile (Gray Gamma 2.2)
  /CalRGBProfile (sRGB IEC61966-2.1)
  /CalCMYKProfile (U.S. Web Coated \050SWOP\051 v2)
  /sRGBProfile (sRGB IEC61966-2.1)
  /CannotEmbedFontPolicy /Error
  /CompatibilityLevel 1.4
  /CompressObjects /Tags
  /CompressPages true
  /ConvertImagesToIndexed true
  /PassThroughJPEGImages false
  /CreateJDFFile false
  /CreateJobTicket false
  /DefaultRenderingIntent /Default
  /DetectBlends true
  /DetectCurves 0.1000
  /ColorConversionStrategy /LeaveColorUnchanged
  /DoThumbnails false
  /EmbedAllFonts true
  /EmbedOpenType false
  /ParseICCProfilesInComments true
  /EmbedJobOptions true
  /DSCReportingLevel 0
  /EmitDSCWarnings false
  /EndPage -1
  /ImageMemory 33554432
  /LockDistillerParams true
  /MaxSubsetPct 35
  /Optimize true
  /OPM 0
  /ParseDSCComments true
  /ParseDSCCommentsForDocInfo true
  /PreserveCopyPage false
  /PreserveDICMYKValues true
  /PreserveEPSInfo false
  /PreserveFlatness true
  /PreserveHalftoneInfo false
  /PreserveOPIComments false
  /PreserveOverprintSettings false
  /StartPage 1
  /SubsetFonts true
  /TransferFunctionInfo /Remove
  /UCRandBGInfo /Remove
  /UsePrologue false
  /ColorSettingsFile (Color Management Off)
  /AlwaysEmbed [ true
  ]
  /NeverEmbed [ true
  ]
  /AntiAliasColorImages false
  /CropColorImages true
  /ColorImageMinResolution 150
  /ColorImageMinResolutionPolicy /OK
  /DownsampleColorImages true
  /ColorImageDownsampleType /Average
  /ColorImageResolution 96
  /ColorImageDepth -1
  /ColorImageMinDownsampleDepth 1
  /ColorImageDownsampleThreshold 1.32292
  /EncodeColorImages true
  /ColorImageFilter /DCTEncode
  /AutoFilterColorImages false
  /ColorImageAutoFilterStrategy /JPEG
  /ColorACSImageDict <<
    /QFactor 0.15
    /HSamples [1 1 1 1] /VSamples [1 1 1 1]
  >>
  /ColorImageDict <<
    /QFactor 2.40
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /JPEG2000ColorACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 30
  >>
  /JPEG2000ColorImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 30
  >>
  /AntiAliasGrayImages false
  /CropGrayImages true
  /GrayImageMinResolution 150
  /GrayImageMinResolutionPolicy /OK
  /DownsampleGrayImages true
  /GrayImageDownsampleType /Average
  /GrayImageResolution 96
  /GrayImageDepth -1
  /GrayImageMinDownsampleDepth 2
  /GrayImageDownsampleThreshold 1.31250
  /EncodeGrayImages true
  /GrayImageFilter /DCTEncode
  /AutoFilterGrayImages false
  /GrayImageAutoFilterStrategy /JPEG
  /GrayACSImageDict <<
    /QFactor 0.15
    /HSamples [1 1 1 1] /VSamples [1 1 1 1]
  >>
  /GrayImageDict <<
    /QFactor 2.40
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /JPEG2000GrayACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 30
  >>
  /JPEG2000GrayImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 30
  >>
  /AntiAliasMonoImages false
  /CropMonoImages true
  /MonoImageMinResolution 1200
  /MonoImageMinResolutionPolicy /OK
  /DownsampleMonoImages true
  /MonoImageDownsampleType /Average
  /MonoImageResolution 300
  /MonoImageDepth -1
  /MonoImageDownsampleThreshold 1.33000
  /EncodeMonoImages true
  /MonoImageFilter /CCITTFaxEncode
  /MonoImageDict <<
    /K -1
  >>
  /AllowPSXObjects false
  /CheckCompliance [
    /None
  ]
  /PDFX1aCheck false
  /PDFX3Check false
  /PDFXCompliantPDFOnly false
  /PDFXNoTrimBoxError true
  /PDFXTrimBoxToMediaBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXSetBleedBoxToMediaBox true
  /PDFXBleedBoxToTrimBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXOutputIntentProfile ()
  /PDFXOutputConditionIdentifier ()
  /PDFXOutputCondition ()
  /PDFXRegistryName <FEFF0068007400740070003a002f002f007700770077002e0063006f006c006f0072002e006f00720067ffff>
  /PDFXTrapped /False

  /SyntheticBoldness 1.000000
  /Description <<
    /ENU <>
    /DEU <>
  >>
>> setdistillerparams
<<
  /HWResolution [600 600]
  /PageSize [595.276 841.890]
>> setpagedevice


